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Mr. James Klickovich 
Director, Environmental Services 
Northern Regional Office 
Calpine Mid-Atlantic Generation LLC 
500 Delaware Avenue, Suite 600 
Wilmington, Delaware 19801 

Dear Mr. Klickovich: 

Attached is a permit to operate the Calpine Mid-Atlantic Generation LLC - Tasley Energy Center pursuant to 
9 VAC 5 Chapter 80 of the Virginia Regulations for the Control and Abatement of Air Pollution. The permit contains 
legally enforceable conditions. Failure to comply may result in a Notice of Violation and civil penalty. Therefore, 
please read all permit conditions carefully. 

In evaluating the application and arriving at a final decision to issue this permit, the Department deemed the 
application complete on March 19,2014, and solicited EPA comments by submitting the proposed permit to EPA 
Region III for review on Friday, May 30,2014. The forty-five (45) day comment period (provided for in 9 VAC 5-80-
210) expired on Tuesday, July 22,2014, with no comments having been received by this office. This permit has an 
effective date of July 24,2014, at which time this permit will replace your Title V permit dated September 21,2009. 

This approval to operate does not relieve Calpine Mid-Atlantic Generation LLC of the responsibility to comply 
with all other local, state, and federal permit regulations. 

The Board's Regulations as contained in Title 9 of the Virginia Administrative Code 5-170-200 provide that you 
may request a formal hearing from this case decision by filing a petition with the Board within 30 days after this case 
decision notice was mailed or delivered to you. 9 VAC 5-170-200 provides that you may request direct consideration 
of the decision by the Board if the Director of the DEQ made the decision. Please consult the relevant regulations for 
additional requirements for such requests. 

Location: Accomack County 
Registration No.: 40304 

AFS Id. No.: 51-001-00006 
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As provided by Rule 2A:2 of the Supreme Court of Virginia, you have 30 days from the date you actually 
received this permit or the date on which it was mailed to you, whichever occurred first, within which to initiate an 
appeal of this decision by filing a Notice of Appeal with: 

David K. Paylor, Director 
Department of Environmental Quality 

PO Box 1105 
Richmond, VA 23218-1105 

If this permit was delivered to you by mail, three (3) days are added to the thirty-day period in which to file an appeal 
Please refer to Part Two A of the Rules of the Supreme Court of Virginia for information on the required content of 
the Notice of Appeal and for additional requirements governing appeals from decisions of administrative agencies. 

If you have any questions concerning this permit, please call James A. White Jr. by phone at (757) 518-2180 or 
by e-mail at iames.whlte@deq.vlrainia.gov. 

Sincerely, 

Regional Air Permits Manager 

TDB/JIM/40304_007„14„CvrLtr_T5Renewal_CalpineMA6-Tasley Energy Center.docx 

Attachments: Title V Permit 

cc: Manager, Data Analysis (electronic file submission) 
Manager/Inspector, Air Compliance 
Chief, Air Enforcement Branch (3AP13), U.S. EPA, Region III (electronic file submission) 
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Federal Operating Permit 
Article 1 

This permit is based upon the requirements of Title V of the Federal Clean Air Act and Chapter 80; 
Article 1, and Chapter 140 of the Commonwealth of Virginia Regulations for the Control and 
Abatement of Air Pollution. Until such time as this permit is reopened and revised, modified, revoked, 
terminated or expires, the permittee is authorized! to operate in accordance with the terms and 
conditions contained herein. This permit is issued under the authority of Title 10.1, Chapter 13, §10.1-
1322 of the Air Pollution Control Law of Virginia. This permit is issued consistent with the 
Administrative Process Act and 9 VAC 5-80-50 through 9 VAC 5-80-300 of the State Air Pollution 
Control Board Regulations for the Control and Abatement of Air Pollution of the Commonwealth of 
Virginia 

Authorization to operate a Stationary Source of Air Pollution as described in this permit is hereby 
granted to: 

Permittee Name: Calpine Mid-Atlantic Generation LLC 
Facility Name; Tasley Energy Center 
Facility Location: 21417 Taylor Road, Tasley, Virginia 23441 (Accomack County) 

Registration Number: 40304 
Permit Number: TRO-40304 

This permit includes the following programs: 
Federally Enforceable Requirements - Clean Air Act 
Federally Enforceable Requirements - CAIR Requirements 

July 24. 2014 
Effective Date 

July 23. 2019 
Expiration Date 

Reg|&nal Director 

Table of Contents; page 2 
Permit Conditions, pages 5 -17 
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F a C ^ ^ ^ O r m a ^ O n 

Permittee 
Calpine Mid-Atlantic Generation LLC 
500 Delaware Avenue, Suite OOO 
Wilmington, Delaware 10801 

Responsible Official 
Mr.^ames^lickovich 
Director, Environmental Services 
Northern Regional Office 
(802)4085810 

Pacillty 
Tasle^Energy Center 
21417TayiorRoad 
Tasley, Virginia 28441 

Contact Person 
MrGregPikul 
Environmental Manager 
(802)408^5811 
Greo.oikul^caloine^com 

County-PlantldentificatlonNun^ber^ 51-001-00008 
ORISCode^8785 
NATS Pacilityldentification Number 00878500TA10 

Pacillty Descriptions NorthAmerican Industry Classification System(NAICS) ID Code 221112 (Pos^̂ ^ 
Electric PowerGeneration), and Standard Industrial Classification (SIC) Co 
Generation). Calpine Mid-Atlantic G e n e r a l 
through the operation of one(1)combustion turbine withanominal gene ra t i ons 
a startup engine,a504^000 gallon ^2 distillatefuel oil storage tank, a n d a l , ^ ^ 
tank. lnaccordancewith40CPR75^AppendixE,theturbineusesparametricandfuelfl^ 
CEMS, for pollutant measuring. 

On ^uly l ,2010, the ConnectivDelmarva Generation, Inc.Tasleyelectricpowergener^^^ 
purchased hythe current owner, Calpine Mid^Atiantic Generation 
changed to Tasley Energy Center 
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Emission Units 

Equipment to be operated consists of: 

Emission 
Unit Ret!No. 

(URN) 

Stack 
ID Emission Unit Description Size/Rated 

Capacity* 

Pollution 
Control Device 

(PCD) 
Description 

PCD 
ID 

Pollutant 
Controlled 

Applicable 
Permit Date 

TA10 ST10 

One (1) - 33 MW Westinghouse Model 
No. W-251B Simple Cycle Combustion 
Turbine, fired with #2 Distillate Fuel Oil, 
and installed in June 1972 

460 MMBTU/hr, 
nominal** None NA None November 2, 

1999 

TA20 ST20 

One (1) - 635 HP Cummins Model No, 
V1710 Black-start Compression Ignition 
RICE, fired with #2 Distillate Fuel Oil, 
and installed in June 1972 

4,64 MMBTU/hr, 
nominal** None NA None November 2, 

1999 

* The Size/Rated Capacity is provided for informational purposes on y, and is not an app icable requirement. 
Rated at ISO Conditions, base load (0°F, base load), using HHV of the fuel. 
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Fuel Burning Equipment Requirements - (Emission Unit TAtO) 

1. Fuel Burning Equipment Requirements - (URN TA10) - Limitations - The approved fuel for the 
combustion turbine (URN TA10) is distillate oil. Distillate oil is defined as fuel oil that meets the 
specifications for fuel oil grades 1 or 2 under the American Society for Testing and Materials, ASTM 
D396 "Standard Specification for Fuel Oils." A change in the fuel may require a permit to modify and 
operate. 
(9 VAG 5-80-110) 

2. Fuel Burning Equipment Requirements - (URN TA10) - Limitations - The sulfur content associated 
with the number 1 and 2 distillate oil fuels shall be 0.5 % or less (by weight). 
(9 VAC 5-40-990 and 9 VAC 5-80-110) 

3. Fuel Burning Equipment Requirements - (URN TA10) - Limitations - The permittee shall obtain a 
certification from each fuel supplier that the sulfur content conforms to the ASTM D 396 specification for 
distillate fuels that are purchased for use at the facility. In addition, the following information shall be 
maintained: 

a. The name of the fuel supplier; 

b. The date on which the distillate oil was received; 

c. The volume of distillate oil delivered in the shipment; and 

d. The sulfur content of the distillate fuel oil sample. 
(9 VAC 5-80-410 and 9 VAC 5-80-110) 

4. Fuel Burning Equipment Requirements - (URN TA10) - Limitations - Emissions from the operation 
of the simple cycle combustion turbine (URN TA10) shall not exceed the limits specified below: 

1 Regulated 
1 Pollutant 

Limits (or Standards) 
Applicable Requirements 

1 Regulated 
1 Pollutant E,lb/MMbtu* lb/hr** 

Applicable Requirements 

PM 2.2x10-1 1.0x102 9 VAC 5-40-900,-990 

1 SOz ™ 1.2x103 9VAC5-40-930.-990 
* PM limit, E (Ib/MMBTU) = 10906 KMJ.2594; where K = 460 MMBTU/hr neat input 
** PM limit (lb/hr) = KE, where K = 460 MMBTU/hr 

SOaJimit (lb/hr) = 2.64 K, where K = 460 MMBTU/hr 
(9 VAC 5-40-900 and 9 VAC 5-80-110) 

5. Fuel Burning Equipment Requirements - (URN TA10) - Limitations - Unless specified otherwise in 
this part, no owner or other person shall cause or permit to be discharged into the atmosphere from any 
affected facility any visible emissions which exhibit greater than twenty (20) percent opacity, except 
during one six-minute period in any one hour in which visible emissions shall not exceed sixty (60) 
percent opacity. Failure to meet the requirements of this condition because of the presence of water 
vapor shall not be a violation of this condition. Compliance with the visible emissions standard shall be 
demonstrated by proper operation and maintenance of the emission unit, periodic visual emission 
observations, and by associated recordkeeping; 
(9 VAC 5-40-20, 9 VAC 5-40-80, and 9 VAC 5-80-110) 
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6. Fuel Burning Equipment Requirements - (URN TA10) - Monitoring - The source shall use 
combustion gas temperature monitoring, telemetry, and alarm notification systems to maintain efficient 
combustion during all periods of operation (both manned and unmanned), to minimize the likelihood of 
excessive visible emissions from emission point ST10. 
(9 VAC 5-40-100 and 9 VAC 5-80-110) 

7. Fuel Burning Equipment Requirements - (URN TA10) - Visible Emissions Evaluations - Visible 
emissions evaluations (VEE) in accordance with 40 CFR 60 Appendix A, Method 9 shall be performed 
at the following frequency for the combustion turbine TA10 and shall be conducted during the period of 
maximum expected visible emissions under normal unit and facility operations: 

Number of Hours of Unit 
Operation in a Calendar Year 

i 

Number of Observations 
Required per Calendar Year 

< 500 hows 1 
>500hours 2 

(9 VAC 5-40-1:10) 

8. Fuel Burning Equipment Requirements - (URN TA10) - Recordkeeping - To minimize the potential, 
duration, and frequency of visible emissions, due to malfunctions or abnormal operation of process 
equipment, the permittee shall: 

a Develop a maintenance schedule and maintain records of all scheduled and non-scheduled 
maintenance; and 

b. Maintain an inventory of spare parts that are needed to minimize the potential for visible emissions. 
(9 VAC 5-80-110) 

9. Fuel Burning Equipment Requirements - (URN TA10) - Recordkeeping - The permittee shall 
maintain records of all emission data and operating parameters necessary to demonstrate compliance 
with this permit. The content and format of such records shall be arranged with the Director, Tidewater 
Regional Office. These records shall include, but are not limited to: 

a. Type and sulfur content of the fuel combusted in the combustion turbine (URN TA10), as received 
from the supplier; 

b. Operating hours of the combustion turbine (URN TA10), updated monthly; 

a Particulate matter emission rates, in Ib/MMBTU and lb/hr, and sulfur dioxide (S02) emission rate, in 
lb/hr, calculated by: 

(i) Monthly calculations for the following calendar year, when fuel sulfur content in any delivery 
exceeds 0.4 % by weight; and 

(ii) Annual emissions inventory statements that are submitted to the Department, and/or through 
periodic calculations/information that the Department may request to validate these data. 

d. Records for each of each visible emissions observation and visible emissions evaluation, including 
any data required by 40 CFR 60 Appendix A, or Method 9; and at a minimum, the date, time, name 
of the emission unit, the applicable visible emissions requirement, the results of the observation, 
and the name of the observer; and 

e. Records for the combustion gas temperature monitoring alarms that indicated the potential for 
excess visible emissions during remote operations. 

These records shall be available on site for inspection by the DEQ and shall be current for the most 
recent five (5) years. 
(9 VAC 5-40-50, 9 VAC 5-40-1010, and 9 VAC 5-80-110 F) 
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Fuel Burning Equipment Requirements - (Emission Unit TA20) 

10. Fuel Burning Equipment Requirements - (URN TA20) - Limitations - The approved fuel for the 
stationary black-start Combustion Ignition (CI) Reciprocating Internal Combustion Engine (RICE) is 
distillate fuel oil. Distillate oil is defined as fuel'oil that meets the specifications for fuel oil grades 1: or 2 
under the American Society for Testing and Materials, ASTM D396 "Standard Specification for Fuel 
Oils:" A change in the fuel may require a permit to modify and operate. 
(9 VAC 5-80-110) 

11. Fuel Burning Equipment Requirements - (URN TA20) - Limitations - The sulfur content associated 
with the number 1 and 2 distillate oil fuels shall be less than or equal to that specified in the ASTM D 
396 specification for distillate fuels. 
(9 VAC 5-40-990 and 9 VAC 5-80-110) 

12. Fuel Burning Equipment Requirements - (URN TA20) - Limitations - The permittee shall obtain a 
certification from each fuel supplier that the sulfur content conforms to the ASTM D 396 specification for 
distillate fuels that are purchased for use at the facility. In addition, the following information shall be 
maintained: 

a. The name of the fuel supplier; 

b. The date on which the distillate oil was received; 

c. The volume of distillate oil delivered in the shipment; and 

d. The sulfur content of the distillate fuel oil sample. 
(9 VAC 5-80-410 and 9 VAC 5-80-110) 

13. Fuel Burning Equipment Requirements - (URN TA20) - Limitations - Sulfur dioxide (S0 2) emissions 
from the operation of the stationary biack?start CI RICE (URN TA20) shall not exceed the limits 
specified below: 

Regulated Pollutant Limit (or Standard), lb/hr* Applicable Requirement 
SO2 1.2x101 9 VAC 5-40-280 B.ta. and -370 

* S02 limit (lb/hr) = 2:64 K(w lere K = 4.64 MMBTU/hr heat input capacity 
(9 VAC 5-40-990 and 9 VAC 5-80-110) 

14. Fuel Burning Equipment Requirements - (URN TA20) - MACT Subpart ZZZZ - The permittee shall 
comply with all applicable provisions of 40 CFR 63, Subpart 7777 (National Emission Standards for 
Hazardous Air Pollutants for Stationary Reciprocating Internal Combustion Engines) regarding the 
emission limitations, operating limitations, and other requirements for the stationary black-start CI RICE 
(URN TA20). The permittee shall refer to the most current version of the Federal regulations for 
additional or revised requirements not included in this permit. 
(9 VAC 5-80-100, 9 VAC 5-80-110, and 40 CFR 63, Subpart ZZZZ) 

15. Fuel Burning Equipment Requirements - (URN TA20) - MACT Subpart ZZZZ - The stationary black-
start CI RICE (URN TA20) shall comply with the applicable requirements in Table 2b and Table 2d of 
40 CFR 63, Subpart ZZZZ, except for engine startups. During periods of startup, the engine's time 
spent at idle must be minimized and the startup time for the CI engine be minimized to a period needed 
for appropriate and safe engine loading^ not to exceed 30 minutes, after which time the non-startup 
emission limitations shall apply. 
(9 VAC 5-60-100, 9 VAC 5-80-110, and 40 CFR 63.6625(h)) 



Calpine Mid-Atlantic Generation LLC - Tasley Energy Center 
Title V Operating Permit Number: TRO-40304 

July 24, 2014 
Page 8 

16. Fuel Burning Equipment Requirements - (URN TA20) - MACT Subpart 7222. - For the stationary 
black-start CI RICE (URN TA20) the permittee shall: 

a. Operate and maintain the CI RICE and after-treatment control device (if equipped) according to the 
engine manufacturer's written instructions or develop a maintenance plan that provides for the 
maintenance and operation of the CI RICE in a manner consistent with good air pollution control 
practice for minimizing emissions; and 

b. As an option, an oil analysis program may be utilized by the permittee in order to extend the 
specified oil change requirement. The oil analysis program shall be performed according to the 
requirements specified in 40 CFR 63.6625(i). 

(9 VAC 5-60-100, 9 VAC 5-80-110, and 40 CFR 63.6625(e and i)) 

17. Fuel Burning Equipment Requirements - (URN TA20) - Recordkeeping - The permittee shall 
maintain records of all emission data and operating parameters necessary to demonstrate compliance 
with this permit. The content and format of such records shall be arranged with the Director, Tidewater 
Regional Office. These records shall include, but are not limited to: 

a. The type and sulfur content of the fuel combusted in the stationary black-start engine (URN TA20); 

b. Sulfur dioxide (S02) emission rate, in lb/hr, calculated by annual emissions inventory statements 
that are submitted to the Department, and/or by periodic calculations/information that the 
Department may request to validate these data; and 

c. Maintenance and malfunction records for the stationary black-start CI RICE (URN TA20) shall be 
kept. The records shall include the hours for maintenance conducted on the engine and after-
treatment control device (if equipped) in order to demonstrate that the engine was operated and 
maintained in accordance with the permittee's maintenance plan The records shall be kept in 
accordance with the requirements listed in 40 CFR 63.6660. 

These records shall be available on site for inspection by the DEQ and' shall be current for the most 
recent five (5) years. 
(9 VAC 5-40-50, 9 VAC 5-40-390; 9 VAC 5-80-110 F, 40 CFR 63.6655, 40 CFR 63.6660, and 40 CFR 
63.10(b)(1)) 

Insignificant Emission Units 

18. Insignificant Emission Units - The following emission units at the facility are identified in the 
application as insignificant emission units under 9 VAC 5-80-720: 

Emission Unit 
Ftef No. (URN) 

Emission Unit 
Description 

Citation Pollutant Emitted 
(9 VAC 5-80-720 B) 

' Rated Capacity 
i(9 VAC 5-80-720 C) 

TA100 ! Distillate Fuel Oil Storage Tank 9 VAC 5̂ 0-720.8.2 VOC 504,000 gallons 
TA101 I Lube Oil Storage Tank 9 VAC 5̂ 0-720.8.2 VOC 1,650 gallons 

HPWI Fog Intercooling 
| System 

inlet air fog-atomizing 
evaporative coolingsystem 9 VAC 5.80-720.8.1 None i 

These emission units are presumed to be in compliance with all requirements of the federal Clean Air 
Act as may apply. Based on this presumption, no monitoring, recordkeeping, or reporting shall be 
required for these emission units in accordance with 9 VAC 5-80-110. 
(9 VAC 5-80-729 and 9 VAC 5-80-110) 
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Permit Shield & Inapplicable Requirements 

19. Permit Shield & Inapplicable Requirements - Compliance with the provisions of this permit shall be 
deemed compliance with all applicable requirements in effect as of the permit issuance date as 
identified in this permit. This permit shield covers only those applicable requirements covered by terms 
and conditions in this permit and the following requirements which have been specifically identified as 
being not applicable to this permitted facility: 

Citat ion Ti t le of Citation Descr ipt ion o f Appl icabi l i ty j 

FederallNSPS 
Subpart GG 

Stationary Gas 
Turbine Standards 

Federal NSPS, Subpart GG, does not apply to the simple cycle combustion turbine (URN 
TA10). It was constructed before, and not modified or rebuilt after, the Subpart's applicability 
date of October 3,1977. 

FederalNSPS 
Subpart Mil 

Stationary CI ICE 
Standards 

Federal NSPS, Subpart llll, does not apply to the CI RICE (URN TA20). It was constructed 
before, and not modified or rebuilt after, the Subpart's applicability date of July 11,2005. 

Federal NSPS 
Subpart Kb 

Storage Tank 
Standards 

Federal NSPS, Subpart Kb; does not apply to the two (2) oil storage tanks TA100 and TA101. 
Fuel oil storage tank TA100 was installed before, and not modified after, the 1984 applicability 
date for that standard. Lubrication oil storage tank TA101 has a maximum capacity of less 
than 10,000 gallons. 

Article 4 in 
Chapter 40'Part 
i II 

Particulate Standards 
The particulate standard in Article 4 of Chapter 40, Part II, of state regulations does not apply 
to internal combustion engine TA20, because the definition of process weight excludes liquid 
fuels. (The standard for SO2 in Article 4 does apply to TA20, however.} 

. Article 8 in 
'Chapter 40 Part 

II 

Fuel Burning 
Equipment Standards. 

Article 8 in Chapter 40, Part II, of state regulations does not apply to internal combustion 
engine TA20. 

Article 37 in 
Chapter 40 Part 

II 

Storage Tank 
Standards 

Article 37 in Chapter 40, Part II, of state regulations does not apply to storage tanks TA100 
andTA101. The vapor pressures of fuel oil in tank TA100, and lubrication oilin tank TA101, 
are both below the article's applicability threshold of 1.5 psia for any liquid in serviceiby a 
storage tank. 

40 CFR 64 Compliance 
Assurance Monitoring 

CAM Ruleiis applicable only to emissions units that use add-on control devices to achieve 
compliance with one or more emissions limitations. The existing source equipment at this 
facility use no add-on control devices. 

Nothing in this permit shield: shall alter the provisions of §303 of the federal Clean Air Act, including the 
authority of the administrator under that section, the liability of the owner for any violation of applicable 
requirements prior to or at the time of permit issuance, or the ability to obtain information by the 
administrator pursuant to §114 of the federal Clean Air Act, (ii) the Board pursuant to §10.1-1314 or 
§10.1-1315 of the Virginia Air Pollution Control Law or (iii) the Department pursuant to §10.1-1307.3 of 
the Virginia Air Pollution Control Law. 
(9 VAC 5-80-140) 

General Conditions 

20. General Conditions - Federal Enforceability - All terms and conditions in this permit are enforceable 
by the administrator and citizens under the federal Clean Air Act, except those that have been 
designated as only state-enforceable. 
(9 VAC 5-80-11 O N) 

21. General Conditions - Permit Expiration - This permit has a fixed term of five (5) years. The 
expiration date shall be the date five (5) years from the date of issuance. Unless the owner submits a 
timeily and complete application for renewal to the Diepartment consistent with the requirements of 9 
VAC 5-80-80, the right of the facility to operate shall be terminated upon permit expiration. 
(9 VAC 5-80-80 B, C, and F, 9 VAC 5-80-110 D and 9 VAC 5-80-170 B) 
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22.GeneralCond^ons-PermltExplratlon-Theowner shall submit an appl ica^ 
six (8) months butnoearlierthaneigh^ 
^VAC58080^O,andP ,9VAO580110Oa^ 

28. General Cond^ons-PermitExpiration-lfanapplicantsubmitsatimelyand^ 
an initial permit orrenewalunderthis section, t h e f a i ^ 
ofthesourcewithoutapermit shall not beaviolation of Articlel,Part 
the Ooardtakesfinal action on the applicationur^erOVAO 5-80-150. 
(0VAO5-80-808,G,andP,0VAG5-80-11OOand0VAO5-80-170^ 

24. General Cond^ons-PermltExplratlon-Nosourceshall operate a ^ 
submitatimely and complete applicationundersubsectionsCandOofOVAG5-80-80f^^ 
permit,exceptin compliance withar^r^it issued under Articlel,Part If o 
(0VAC5-80-808,G,andP,0VAG5-80-110Oand0VAG5-80-1708) 

25. General Condltlons-PermltExplratlon-lf an applicant submitsati^^ 
undersectionOVAG5-80-80forapermit renewal buttheOoardfails to issue o r d e n y ^ 
permit before the end ofthe term ofthepreviouspermit,(i)theprevious permit s h a ^ 
renewal permit has been issued or denied and(ii) all the terms ar̂ dcondî ^^ 
including any permit shield grantedpursuanttoOVAC 5-80-140, shall remains 
application is determinedtobecompleteuntiltherenewal permit is issued ord^^^ 
(0VAC5-80-808,G,andP,0VAG5-80-1T0Oand0VAC5-80-17O 

20. General Condltlons-PermltExplratlon-The protection under subsectionsPlandP^^ 
gVAG5-80-80Pshallc^asetoapplyif,subsequenttothecompletenessdeter^inat^^^ 
sectionOVAG 5-80-80 0, the applic^^ 
any additional informationidentified as being needed to process the application. 
(0VAO5-80-80B,O,andP,0VAO5-80-110Oand0VAO5-80-170 8) 

27. GeneralOondltlons-RecordkeeplngandReportlng-Ailrec 
maintained to demonstrate compliance with the termsandconditionsofthis permit s ^ ^ 
applicable, the following: 
a. Thedate,place asdefined in the permit, andtimeof samplingor measurements; 

b. The date(s) analyses were performed; 

c. The companyorentitythatperformed the analyses; 

d. The analytical techniques or methods used; 

e. The results of such analyses; and ^ 

f. Theoperatingconditions existing at the time of sampling or measurement. 
(0VAO5-80-110P) 

28. General Oonditions-Recordkeeping and 1 ^ 
information shall be retainedfor at leastfive(5)yearsfrom the date oftha 
measurement, report, or application. Support information includes all calibration and maintenance 
records and all original strip-chartrecordings for continuousmon^ 
ail reports required bythe permit. 
(0VAO5-80-110P) 
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29GeneraiConditions-RecordkeepingandReporting-The^ 
monitoring contained in any app l^^ 
eachcalendaryear. Thisreport must be signedbyaresponsibleofficial, consistent with9VAC^5^^ 
80 G, and shall include: 

a. The time period includedinthereport.The time periods to be addressed are ^anuaryltoJun^ 
and^ulyltoOecemberSI; 

b. All deviations from permit requirements. Forpurposeofthis permit, deviations include, but are not 
limited to: 

(i) Exceedance of emissions limitations or operational restrictions; 

(ii) Excursions from control device operating parameter requirements, as documented^by 
continuous emissions 
emission limitations or operational restrictions; or 

(iii) Failure to meet monitoring^ recordkeeping, orreportingrequireme 
end 

c. If there were no deviations from permit conditions during the time p̂ ^̂  
astatementinthereportthat^nodeviationsfrompermitrequirementsocc^rredduringt^ 
annualreportingperiodB 

(9VAC5-80-110F) 

30GeneraiCond^ions-AnnuaiCompiiance Certification-Exclusive of any ̂ r̂ ^ 
assure compliance with the terms and conditions ofthispermit or aspartofascheduleo 
contained in this permit,the permitteeshall submittoEFAand^O^ 
calendar year,acertificationof compliance with all terms andconditions 
emission limitation standardsorworkpractices. The compliance certification shallcompiywith such 
additional requirements thatmay be spec 
Air Act. This certification shall be signed byaresponsibleofficial,cons^^^^ 
andshallinclude: 

a. The time period included in the certification. Thetimeperiodtobeaddressedis^anuarylto 
December 31; 

b. Theidentification of each term or condition ofthe permit thatis the basis ofthec^ 

c. Thecompllance status; 

d. Whethercompliancewascontinuousorintermittent, and if not continuous, documentati^ 
incident of non-compliance; 

e. ConsistentwithsubsectionOVAC^^ 
compliance status ofthesourceatthe time of certificationandoverthe reporting pen 

f. Such otherfacts as the permit may require to determine the compliancestatusofthesou^ 

g. One copy oftheannualcompliance certification shall besubmittedt^ 
The certification document should be senttothefollowingelectroni^ 

hi R3 APO Fermits^eoa^oov. 
(9VAC5-S0-110^ 
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31. GeneraiCon^itions-PermitOeviationReporting-The permittee shall not̂ ^̂  
Regional Office within four (4) daytime business hours after discovers of any deviations 
requirements which maycauseexcessemissionsformore than one hour,includingthose attributable 
to upset conditions as may be defined in this permit. In addition, within14 days ofthediscovery, the 
permitteeshallprovideawritten statement explainingtheprobler^^ 
preventative measures taken, and the e s t ^ Theoccurrence 
should also be reported in the next semi-annual compliance monitoring report pursua 
ofthis permit. 
(0VAC5-00-110P.2and0VAC5-30-250) 

32. General Conditions-Paiiure/MaifunctionReporting-ln the eventthatany affected 
air pollutioncontrolequipmentfails or malfunctions in suchamannerthat may cause 
for more than one hour, the owner shall, as soon as practicable but no later than four (4) daytime 
business boursattertbe maifunotion is discovered^ notify 
facsimlle transmission, telephone orelectronic mail of such failure or malfunction and ^ 
days of discovery provideawritten st 
ofthebreakdown. Ownerssub^ectto the requirements of0VAC5-40-50Cand0VAC5-50-50Care 
not required to provide the written statement prescribed in this paragraph forfaci^^^ 
monitorlngrequirementsofOVAC5-40^40andOVAC5-50-40^ Whent^^ 
or malfunction has been corrected and the equipment is again in operation, the owner shalL 
Oirector,Tidewater Regional Office. 
(0VAC5-20-100C) 

33. General Conditions-Paiiure/Maifunction Reporting-Theemission u 
monitorssub^ectto0VAC^40-50Cand0VAC5-50-50Carenotsub^ecttothe14da ^ 
notifications 
(0VAC5-20-1O0C) 

34GeneralConditions-Pailure/MalfunctionRepor^ing-Theemissionun^ 
and the procedure requirementsofOVAC5-40-50Cand the procedures ofOVAC5-50-50Carel^ 
below: 

a. Combustion Turbine (ORNTA10). 
(0VAC5-20-100C) 

35GeneraiConditions-Paiiure/MaifunctionReporting-Each owner required to installac^^ 
monitoring system (CMS) o r m o n ^ 
awritten report of excess emissions (as definedln the applicable subpart) to theb 
calendar quarter. All quarterly reportsshallbepostmarkedbythe30th day following theendof each 
calendar quarter. All rer^rts shall include the foiiowing information: 

a. The magnitude of excess emissions comp^ed in accordance with 40 CPR 00.13(h) orOVAC 5 ^ 
41 ^O,any conversion factors used, and thedate and time of commencement and completion of 
each period of excess emissions; 

b. Specificidentificationof each period of excessemissions that occurs during startup 
and malfunctions ofthe source Thenatureandcauseofanymalfunction (if known), the corrective 
action taken or preventative measures adopted; 

ĉ  The data and time identifying each period during which the continuous m o n i ^ 
inoperative exceptforzero and span checks and the nature ofthesystem repairs or adjustments; 
and 
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d. When no excess emissions have occurred or the continuous monitoring systems have not been 
inoperative, repaired or adjusted, such information shall be stated in the report. 

(9 VAC 5-20-180 C) 

36. General Conditions - Failure/Malfunction Reporting - All malfunctions of emission units not subject 
to 9 VAC 5-40-50 C and 9 VAC 5-50-50 C require written reports within 14 days of the discovery of the 
malfunction. 
(9 VAC 5-20-180 C and 9 VAC 5-40-50) 

37. General Conditions - Severability - The terms of this permit are severable. If any condition, 
requirement or portion of the permit is held invalid or inapplicable under any circumstance, such 
invalidity or inapplicability shall not affect or impair the remaining conditions, requirements, or portions 
of the permit. 
(9 VAC 5-80-110 G.1) 

38. General Conditions - Duty to Comply - The permittee shall comply with alii terms and conditions of 
this permit. Any permit noncompliance constitutes a violation of the federal Clean Air Act or the Virginia 
Air Pollution Control Law or both and is ground for enforcement action; for permit termination, 
revocation and reissuance, or modification; or, for denial of a, permit renewal application. 
(9 VAC 5-80-110 G.2) 

39. General Conditions - Need to Halt or Reduce Activity not a Defense - It shall not be a defense for a 
permittee in an enforcement action that it would have been necessary to halt or reduce the permitted 
activity in order to maintain compliance with the conditions of this permit. 
(9 VAC 5-80-110 G.3) 

40. General Conditions - Permit Modification - A physical change in, or change in the method of 
operation of, this stationary source may be subject to permitting under State Regulations 9 VAC 5-80-
50, 9 VAC 5-80-1100, 9 VAC 5-80-1605, or 9 VAC 5-80-2000 and may require a permit modification 
and/or revisions except as may be authorized in any approved alternative operating scenarios. 
(9 VAC 5-80-190 and 9 VAC 5-80-260) 

41. General Conditions - Property Rights - The permit does not convey any property rights of any sort, or 
any exclusive privilege. 
(9 VAC 5-80-110 G 5) 

42. General Conditions - Duty to Submit Information - The permittee shall furnish to the Board, within a 
reasonable time, any information that the Board may request in writing to determine whether cause 
exists for modifying, revoking and reissuing, or terminating the permit or to determine compliance with 
the permit. Upon request, the permittee shall also furnish to the Board copies of records required to be 
kept by the permit and, for information claimed to be confidential, the permittee shall furnish such 
records to the Board along with a claim of confidentiality. 
(9 VAC 5-80-110 G.6) 

43. General Conditions - Duty to Submit Information - Any document (including reports) required in a 
permit condition to be submitted to the Board shall contain a certification by a responsible official that 
meets the requirements of 9 VAC 5-80-80 G. 
(9 VAC 5-80-1:10 K.1) 
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44.GeneralGondlt lons-OutytoPayPermltFees-Theownerofanysourca 
VAG5D00-50through0VAG6-00 
requirements of0VAG6-60-310through0VAG^00-350.Theactual e m i s s i o n s ^ 
program fees fortheprecedingyear shall be calculated bythe owner andsubmittedtoth^ 
by Aprl f15ofeachyear.The calculations andfinalamountofemissio^ 
finaldeterminationbytha Department. 
(0VAO^00-110Hand0VAG6-00^4OG) 

45GeneralGondltlons ^gl t lveOustEmlsslonOtandards-Duri^^ 
source orany other building, structure, facility, or insta i la t^ 
permitanymaterialsorproperty to behandied,transported, stored, used, c o n s ^ ^ 
repaired, ordemolishedwithouttaking reasonableprecautionstoprevent par t i ^^^^ 
becoming airborne. Such reasonable precautions may inciuda, but are not limited to, the foilowing: 

ai Use, where possible, ofwateror chemicalsfor control of dust in the demolition o 
orstructures, construction operations, the grading of roads,orthe c i e a ^ 

b. Application of asphalt, water, or suitable chemicals on dirt roads, m a t e ^ 
surfaces which may create airborne dust; the paving of roadways and t h e ^ 
clean condition; 

o. lnstallationanduseofhoods,fans,an^ 
material. Adequate containment methods shall be employed during sandblastingorsi^ 
operations; 

di Open equipmentforconveyingortransporting material likelyto create objectionable air pollute 
when airbon^e shall be covered ortreatedin an equally effective manner at all times 
motion;and 

e. The prompt removal of spilled ortracked dirt orothermaterialsfrom pavedstreets and^^^ 
sediments resulting from soil erosion. 
(0VAG5-40D00) 

46. General Conditions-Startup, Shutdown, and ^ a l f u n c t l o n - A t a l l ^ 
shutdown, soot blowing, andmaifunction,owner^shail, totheextent practicab^ 
anyaffectedfacility including associated airpollution control e q u ^ 
pollution control practices for minimizing emissions. Determination of whether acceptable o 
and maintenance procedures are being used will be based on information available to theOo 
mayinclude,but is not limited to, monitoring results, opacity observation 
maintenance procedures, and inspection ofthe source. 
(OVAG6-40-20E) 

47. GeneralOonditlons-AltarnatlveGperatlngSconarlos-Gontemporaneouslywithmakin 
between reasonably anticipated operating scenarios identified in this permit, ^ 
inalogatthepermittedfaciiityarecord ofthe scenario underwhich it is operating.Th 
described inOVAG5-00-140 shall extendto all terms and conditionsunder each such o p e r a s 
scenario. The terms and conditions of each suchalternative scenario shall meet all applicable 
requirements inciudingthe requirements ofOVA05Ghapter 60, Art iciel. 
(0VAO5^00-110^ 
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40 General Conditions -lnspection and Entry Requiraments -The pen^ifteesha^^ 
presentation of credentials and other documents as may be required by law, to perform 

a Enteruponthepremiseswherethesource is located or emissions-related activity!^ 
where recordsmust be kept undertheterms and conditions ofthe permit; 

b. Have accessto and copy, at reasonable times, any records that m^stbekeptunderthete 
conditions ofthe permit; 

o. lnspectatreasonabietimesanyfacllities,equipment(includingmonitori 
equipment), prac^ic^s, or operations regulated or required under theperm^ 

d. Sample or monitor at reasonable timessubstances or parameters forthe purpose of assuring 
compliance with the permit or applicable requirements^ 

(0VAC5-00-1101^.2) 

40. General Conditions-ReopeningForCause-Thepermitshall be reopened bytheBoardifaddi^^^ 
federalrequirements become applicabletoamajor source witharemainingpermitte 
years or more. Such reopening shall be completed no laterthanlOmonths after promulgation ofthe 
applicablerequirement. No such reopening is required if the effective date o ^ ^ 
than the date on which the permit is due to expire, unless the original per^ 
conditions hasbeen extended pUrsuantto0VAC5-00-00F. The conditions for reopeningapermit are 
asfollows: 

a. The permit shall be reopenedifthe Board ortheadministratordeter^^ 
material mistake orthat inaccurate statements were made in establishing the emissions standards 
orother termsor conditions of the permit; 

b. ThepermitshallbereopenediftheadministratorortheBoarddeterminesthat^^^ 
revised or revoked to assure compliance with the applicable requirements; and 

c. The permit shall not be reopened by the Board if additional applicable state requirements 
applicable toamajorsourcepriorto the expiration date established underOVAC 5-00^ 

(0VAC5-00-110L) 

50. General Condi t ions-PermitAvai labl l i ty-V^thinf i^ 
permifteeshall maintain the permit on the premisesforwhich the permit has been iss^^ 
make the permit immediately available to OEQ upon request. 
(0VAC5-00-150E) 

51. General Conditions-Transfer ofPermits-No person shall transferapermitfromor^^ 
another,unlessauthorizedunderOVAC 5-00-130, orfromonepiece of equipment to another. 
(OVAC 5-00-100) 

52. General Conditions-Transfer o fPermi ts- ln the caseofatransferof ownership o f a s 
source, the hew owner shall comply with any current permit issued to the previous owner. The new 
owner shallnotifytheBoard ofthe changein ownership within 30 daysofthetransfer and sha^ 
with the requirements ofOVAC5-00-200. 
(0VAC5-80-100) 

53 General Conditions-Transfer ofParmi ts- ln thecaseofaname change ofastationar^ 
ownershallcomplywithanycurrentpermitissuedunderthe previous source name. Theowner shall 
noti^the Board ofthe change in source name within 30days ofthe namechange and shall comply 
with the requirementsofOVAC5-80-200. 
(0VAC5-80-100) 
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54. General Conditions - Malfunction as an Affirmative Defense - A malfunction constitutes an 
affirmative defense to an action brought for noncompliance with technology-based emission limitations 
if the requirements of Condition 55 are met. 
(9 VAC 5-80-250) 

55. General Conditions - Malfunction as an Affirmative Defense - The affirmative defense of 
malfunction shall be demonstrated by the permittee through property signed, contemporaneous 
operating logs, or other relevant evidence that show the following: 

a. A malfunction occurred and the permittee can identify the cause or causes of the malfunction; 

b. The.permitted facility was at the time being properly operated; 

c. During the period of the malfunction the permittee took all reasonable steps to minimize levels of 
emissions that exceeded the emission standards, or other requirements in the permit; and 

d. The permittee notified the Board of the malfunction within two working days following the time when 
the emission limitations were exceeded due to the malfunction: This notification shall include a 
description of the malfunction, any steps taken to mitigate emissions, and corrective actions taken. 
The notification may be delivered either orally or in writing. The notification may be delivered by 
electronic mail, facsimile transmission, telephone, or any other method that allows the permittee to 
comply with the deadline. This notification fulfills the requirements of 9 VAC 5-80-110 F.2.b to 
report promptly deviations from permit requirements. This notification does not release the 
permittee from the malfunction reporting requirement under 9 VAC 5-20-180 C. 

(9 VAC 5-80-250) 

56. General Conditions - Malfunction as an Affirmative Defense - In any enforcement proceeding, the 
permittee seeking to establish the occurrence of a malfunction shall have the burden of proof. 
(9 VAC 5-80-250) 

57. General Conditions - Malfunction as an Affirmative Defense - The provisions of this section are in 
addition to any malfunction, emergency or upset provision contained in any applicable requirement. 
(9 VAC 5-80-250) 

58. General Conditions - Permit Revocation or Termination for Cause - A permit may be revoked or 
terminated prior to its expiration date if the owner knowingly makes material misstatements in the 
permit application or any amendments thereto or if the permittee violates, fails, neglects or refuses to 
comply with the terms or conditions of the permit, any applicable requirements, or the applicable 
provisions of 9 VAC 5 Chapter 80 Article 1. The Board may suspend, under such conditions and for 
such period of time as the Board may prescribe any permit for any grounds for revocation or 
termination or for any other violations of these regulations. 
(9 VAC 5-80-190 C and 9 VAC 5-80-260) 

59. General Conditions - Duty to Supplement or Correct Application - Any applicant who fails to submit 
any relevant facts or who has submitted incorrect information in a permit application shall, upon 
becoming aware of such failure or incorrect submittal, promptly slibmit such supplementary facts or 
corrections. An applicant shall also provide additional information as necessary to address any 
requirements that become applicable to the source after the date a complete application was filed but 
prior to release of a draft permit. 
(9 VAC 5-80-80 E) 
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60. General Conditions - Stratospheric Ozone Protection - If the permittee handles or emits one or 
more Class I or II substances subject to a standard promulgated under or established by Title VI 
(Stratospheric Ozone Protection) of the federal Clean Air Act, the permittee shall comply with all 
applicable sections of 40 CFR Part 82, Subparts A to F. 
(40 CFR Part 82, Subparts A - F) 

61. General Conditions - Accidental Release Prevention - If the permittee has more, or will have more 
than a threshold quantity of a regulated substance in a process, as determined by 40 CFR 68; 115, the 
permittee shall comply with the requirements of 40 CFR Part 68. , 
(40 CFR Part 68) 

62. General Conditions - Changes to Permits for Emissions Trading - No permit revision shall be 
required under any federally approved economic incentives, marketable permits, emissions trading and 
other similar programs or processes for changes that are provided for in this permit. 
(9 VAC 5-80-110 I) 

63. General Conditions - Emissions Trading - Where the trading! of emissions increases and decreases 
within the permitted facility is to occur within the context of this permit and to the extent that the 
regulations provide for trading such increases and decreases without a case-by-case approval of each 
emissions trade: 

a. All terms and conditions required under 9 VAC 5-80-110, except subsection N, shall be included to 
determine compliance. 

b. The permit shield described in 9 VAC 5-80-140 shall extend to all terms and conditions that allow 
such increases and decreases in emissions. 

c. The owner shall meet all applicable requirements including the requirements of 9 VAC 5-80-50 
through 9 VAC 5-80-300. 

(9 VAC 5-80-110 I) 

Clean Air Interstate Rule (CAIR) 

64. The permittee shall comply with all applicable CAIR requirements contained in 9 VAC 5 Chapter 140 
Parts II, III, IV, and VI (9 VAC 5-140-1010 etseq., 9 VAC 5-140-2010 et seqi, 9 VAC 5-140-3010 et 
seq., 9 VAC 5-140-5010 et seq., and 40 CFR Part 96) by the compliance date in the respective Part of 
9 VAC 5 Chapter 140, as contained in the CAIR Permit. The CAIR Permit Application is Attachment B 
to this document and expires upon the expiration of this Title V permit. 
(9 VAC 5-80-490, 40 CFR Part 96, and 9 VAC 5 Chapter 140) 
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CADR Permit Application 
(for sources covered under a CAIR SIP) 

For more Information, refer to 40 CFR 96.121,96.122,9&221,96.222,96.321, and 96.322 

This submission Is: • New B Revised 

Pagel 

STEP 1 
Identify the source 
by plant name, 
State, and ORIS or 
facility code 

STEP 2 
Enter the unit ID# for 
each CAIR unit and 
indicate to which 
CAIR programs each 
unit Is subject (by 
placing an "X" In the 
column) 

Plant Name Tasley Energy Center State VA ORIS/FadlityCode 3785 

Unit ID# NOx Annual SO2 NOx Ozone Season 

-X 

STEP 3 Standard Requirements 
Read the standard 
requirements and faV Permit Requirements; 
the certification, (1) The CAIR designated representative of each CAIR NOx source, CAIR SO, source, and CAIR NOx Ozone Season 
enter the name of source (as applicable) required to have a title V operating permit and each CAIR NOx unit, CAIR SO2 unit, and CAIR NOx 

the CAIR designated Ozone Season unit (as applicable) required to have a title V operating permit at the source shall: 
representative, and (i) Submit to the permftUng authority a complete CAIR permit application under §96.122, §96.222, and §96.322 (as 
sign and date applicable) In accordance with the deadlines specified in §98.121, §96.221. and §96.321 (as applicable); and 

(II) Submit in a timely manner any supplemental information that the permitting authority determines Is necessary in order 
to review a CAIR permit application and issue or deny a CAIR permit. 

(2) The owners and operators of each CAIR NO% source, CAIR S0 2 source, and CAIR NOx Ozone Season source (as 
applicable) required to have a title V operating permit and each CAIR NOx unit, CAIR SO, unit, and CAIR NOx Ozone 
Season unit (as applicable) required to have a title V operating permit at the source shall have a CAIR permit Issued by the 
permitting authority under subpart CC, CCC. andCCCC (as applicable) of 40 CFR part 96 for the source and operate the 
source and the unit In compliance with such CAIR permit. 

(3) Except as provided in subpart II, III, and Nil (as applicable) of 40 CFR part 96, the.owners and operators of a CAIR NOx 
source, CAIR S0 2 source, and CAIR NOx Ozone Season source (as applicable) that Is not otherwise required to have a title 
V operating: permit and each CAIR NOx unit, CAIR SO% unit, and CAIR NOx Ozone Season unit (as applicable) that Is not 
otherwise required to have a title V operating permit are not required to submit a CAIR permit application, and to have a 
OAlRipermlt, under subpart CC, CCC, and CCCC (as applicable) of 40 CFR part 96 for such CAIR NOx source, CAIR SO, 
source, and CAIR NOx Ozone Season source (as applicable) and such CAIR NOx unit, CAIR SO* unit, and CAIR NOx Ozone 
Season unit (as applicable). 
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fbl Monitoring, reporting, and recordkeeping requirements. 
(1) The owners and operators, and the CAIR designated representative; of each CAIR NOx source. CAIR S 0 2 source, and 

CAIR NOx Ozone Season source (as applicable) and each CAIR NOx unit. CAIR SO* unit, and CAIR NOx Ozone Seasonunit 
(as applicable) at the source shall comply with the monitoring, reporting, and recordkeeping requirements of subparts HH, 
HHH, and HHHH (as applicable) of 40 CFR part 96. 

(2) The emissions measurements recorded and reported In accordance with subparts HH, HHH, and HHHH (as applicable) 
of 40 CFR part 96 shall be used to determine compliance by each CAIR;NOx source, CAIR S0 2source, and CAIR NOx 
Ozone Season source (as applicable) with the CAIR N0 X emissions limitation, CAIR S0 2 emissions limitation, and CAIR NO x 

Ozone Season emissions limitation (as applicable) under paragraph (c) of §96; 106. §96.206, andi§96;306 (as applicable). 

(c) Nitrogen oxides emissions requirements. 
(1) As of the allowance transfer deadline for a control period, the owners and operators of each CAIR NO* source and 

each CAIR NOx unit at the source shall hold, In the source's compliance account, CAIR NOx allowances available for 
compliance deductions for the control period under §96.154(a) In an amount not less than the tons of total nitrogen oxides 
emissions for the control period from all CAIR NO x units at the source, as determined;in accordance with subpart HH of 40 
CFR part 98. 

(2) A CAIR NOx unit shall be subject tothe requirements under paragraph (c)(1) of §96:106 for the control period starting 
on the later of January 1.2009 or the deadline for meetlng the unit's monitor certification requirements under §9B.17O(b)(1), 
(2), or (5) and for each control period thereafter. 

(3) A CAIR NOx allowance shall not be deducted, for compliance with the requirements under paragraph (c)(1) of §96.106, 
for a control period In a calendar year before the year for which the CAIR NOx allowance was allocated. 

(4) CAIR NOx allowances shall be held In, deducted from, or transferred Into or among CAIR NO x Allowance Tracking 
System accounts in accordance with subparts FF, GG, and II of 40 CFR part 96. 

(5) A CAIR NOx allowance Is a limited authorization to emit one ton of nitrogen oxides in accordance with the CAIR NO x 

AnnualTradlng Program. No provision of the CA!R NO x Annual Trading Program, the CAIR permit application, the CAIR 
permit, or an exemptlon;under §96:105 andino provision of law shall be construed to limit the authority of the State or the 
United States to terminate or limit such authorization. 

(6) A CAIR NOx allowance does not constitute a property right. 
(7) Upon recordation by the Administrator under subpart EE, FF. GG, or II of 40 CFR part 96, every allocation, transfer, or 

deduction of a CAIR NO x allowance to orfrom a CAIR NOx source's compliance account Is incorporated automatically in any 
CAIR permit of the source that includes the CAIR1 NOx unit. 

Sulfur dioxide emission requirements. 
(1) As of the allowance transfer deadline for a control period, the owners and operators of each CAIR SO, source and 

each CAIR SO, unit at the source shall hold, In the source's compliance account; a tonnage equivalent of CAIR SO, 
allowances available for compliance deductions for the control period under §96.254(a) and (b) not less than the tons of total 
sulfur dioxide emissions for the control period from all CAIR SO, units at the source, as determlnedUn accordance with 
subpart HHH of 40 CFR part 96. 

(2) A CAIR SO, unit shall be subject to the requirements under paragraph; (c)(1) of §96.206 for the control period starting 
on the later of January 1,2010 or the deadline for meeting the unit's monitor certification requirements under §96.270(b)(1), 
(2), or (5) and for each control period thereafter. 

(3) A CAIR SO, allowance shall not be deducted, for compliance with the requirements under paragraph (c)(1) of §96:206, 
for a control period in a calendar year before the year for which the CAIR SO, allowance was allocated. 

(4) CAIR SO, allowances shallbe held in, deducted from, or transferred Into or among CAIR SO, Allowance Tracking 
System accounts in accordance with subparts FFF, GGG, and III of 40 CFR part\96. 

(6) A CAIR S0 2 allowance is a limited authorization to emit sulfur dioxide in accordance with the CAIR SO, Trading 
Program. No;provlslon of the CAIR SO, Trading Program, the CAIR permit application, the CAIR permit, oran exemption 
under §96.205 and no provision of law shall be construed to limit the authority of the State or the United States to terminate 
or limit such authorization. 

(6) A CAIRSO, allowance does not constitute a property right. 
(7) Upon recordation by the Administrator under subpart FFF, GGG, or III of 40 CFR part 96. every allocation, transfer, or 

deduction of a CAIR SO, allowance to or from a CAIR SO, source's compliance account Is Incorporated automatically In any 
CAIR permit of the source that includes the CAIR SO, unit. 
Nitrogen oxides ozone season emissions requirements. 

(1) As of the allowance transfer deadline for a control period, the owners and operators of each CAIR NO x Ozone Season 
source and each CAIR NO x Ozone Season unit at the source shall hold, In the source's compliance account. CAIR NO x 

Ozone Season allowances available for compliance deductions for the control period under §96.354(a) in an amount not less 
than the tons of total nitrogen oxides emissions for the control period from all CAIR NO x Ozone Season units at the source, 
as determined In accordance with subpart HHHH of 40 CFR part 96. 

(2) A CAIR NOx Ozone Season unit shall be subject to the requirements under paragraph (c)(1) of §96.306 for the control 
period starting on the later of May 1,2009 or the deadline for meeting the unit's monitor certification requirements under 
§96.370(b)(1), (2). (3) or (7) and for each control period thereafter. 

(3) A CAIR N p x Ozone Season allowance shall not be deducted, for compliance with the requirements under paragraph 
(c)(1) of §96.306; for a control iperiod In a calendar year before the year for which the CAIR NOX;Ozone Season allowance 
was allocated. 

(4) CAIR NOx Ozone Season allowances shall be nek* In, deducted from, or transferred Into or among CAIR NOx Ozone 
Season Allowance Tracking;System accounts in accordance with subparts FFFF. GGGG, and Mil of 40 CFR part 96; 

(5) A CAIR NOx allowance Is a limited authorization to emit one ton of nitrogen oxides In accordance with the CAIR NOx 
Ozone Season Trading Program. No provision of the CAIR NO x Ozone Season trading Program, the CAIR permit 
application, the CAIR permit, or an exemption under §96.305 and no provision of law shall be construed to limit the authority 
of the State or the United States to terminate or limit such authorization. 

(6) A CAIR NO x allowance does not constitute a property, right. 
(7) Upon recordation by the Administrator under subpart EEEE, FFFF, GGGG, or 11ll of 40 CFR part 96, every allocation, 

transfer, or deduction of a CAIR NO x Ozone Season allowanced or from a CAIR NOx Ozone Season source's compliance 
account Is Incorporated automatically in any CAIR permit of the source. 
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STEP 3, 
continued 

(dV Excess emissions requirements. 
If a CAIR NOx source emits nitrogen oxides during any control period in excess of the CAIR NOx emissions limitation, then: 

(1) The owners and operators of the source and each CAIR NOx unit at the source shall surrender the CAIRNOx 
allowances required for deduction under §98.154(d)(1) and pay any fine, penalty, or assessment or comply with any other 
remedy imposed, for the same violations, under the Clean Air Act or applicable State law; and 

(2) Each ton of such excess.emissions and each day of such control period shall constitute a separate violation of this 
subpart, the Clean Air Act, and applicable Slate law. 

If a CAIR SO, source emits sulfur dioxide during any control period in excess:of the CAIR SO, emissions limitation, then: 
(1) The owners and operators of the source and each CAIR SO, unit at the source shall surrender the CAIR SO, 

allowances required for deduction under §96.254(d)(1) and pay any fine, penalty, or assessment or comply with any other 
remedy Imposed, for the same violations, under the Clean Air Act or applicable State law; and 

(2) Each ton of such excess emissions and each day of such control period shall constitute a separate violation of this 
subpart, the Clean Air Act. and applicable State law. 

•If-a CAIR NOx Ozone Season source emits nitrogen oxides during any control!period In excess of the CAIR NOx Ozone 
Season: emissions limitation, then: 

(1) The owners and operators of the source and each CAIR NOx Ozone Season unit at the source shall surrender the 
CAIR NOx Ozone Season allowances required for deduction under §96.354(d)(1) and pay any fine, penalty, or assessment 
or comply with any other remedy imposed, for the same violations, under the Clean Air Act or applicable State law; and 

(2) Each ton of such excess emissions and each day of such control period shall constitute a separate violation of this 
subpart; the Clean Air Act, and applicable State law. 

(e) Recordkeeping and Reporting Requirements. 
(1) Unless otherwise provided, the owners and operators of the CAIR NOx source, CAIR SO2 source, and CAIR NOx 

Ozone Season source (as applicable) and each CAIR NOx unit,,CAIR SO, unit, and CAIR NOx Ozone Season unit (as 
applicable) at the source shall keep on site at the source each ofthe following documents for a period of 5 years from the 
date the document is created. This period may be extended for cause, at any time before the end of 5 years, in writing by the 
permitting authority or the Administrator. 

(1) The certificate of representation under:§96.113, §96:213, and §96.313 (as applicable) for the CAIR designated 
representative for the source and each CAIR NOx unit, CAIR SO, unit, and CAIR NOx Ozone Season unit (as applicable) at 
the source and all documents that demonstrate the truth of the statements in the certificate of representation; provided that 
the certificate and documents shall be retained on site at the source beyond such 5-year period until such documents are 
superseded because ofthe submission of a new certificate of representation under §96.113, §96.213, and §96.313 (as 
applicable) changing the CAIR designated representative. 

00 All emissions monitoring information, In accordance with subparts HH, HHH, and HHHH (as applicable) of 40 CFR part 
96. provided that to the extent that subparts HH; HHH, and HHHH (as applicable) of 40 CFR part 96 provldesfor a 3-year 
period for recordkeeping, the 3-year period shall apply. 

(Hi) Copies of all reports, compliance certifications, and other submissions and all records made or required 
under the CAIR NO* Annual Trading Program, CAIR SO, Trading Program, and CAIR NOx Ozone Season Trading Program 
(as applicable). 

(iv) Copies of all documents used to complete a CAIR permit application and any other submission under the CAIR NOx 
Annual Trading Program. CAIR SO, Trading Program, and CAIR NOx Ozone Season Trading Program (as applicable) or to 
demonstrate compliance with the requirements of the CAIR NOx Annual Trading Program, CAIR SO, Trading Program, and 
CAIR NOx Ozone Season Trading Program (as applicable). 

(2) The CAIR designated representative of a CAIR NOx source, CAIR SO, source, and CAIR NOx Ozone Season source 
(as applicable) and each CAIR NOx unit, CAIR SO2 unit, and CAIR NOx Ozone Season unit (as applicable) at the source 
shallisubmit the reports required under the CAIR NOx Annual Trading Program, CAIR SO, Trading Program, and CAIR NOx 

Ozone Season Trading Program (as applicable) including those under subparts HH, HHH, and HHHH (as applicable) of 40 
CFR part 96. 

ffl Liability. 
(1) Each CAIR NOx source, CAIR SO, source, and CAIR NOx Ozone Season source (as applicable) and each NOx unit, 

CAIR SO, unit, and CAIR NOx Ozone Season unit (as applicable) shall meet the requirements of the CAIR NOx Annual 
Trading Program, CAIR SO, Trading Program, and CAIR NOx Ozone Season Trading Program (as applicable); 

(2) Any provision of the CAIR NOx Annual Trading Program. CAIR SO, Trading Program, and CAIR NOx Ozone Season 
Trading Program (as applicable) that applies to a CAIR NOx source, CAIR S0 2 source, and CAIR NOx Ozone Season source 
(as applicable) or the CAIR designated representative of a CAIR NOx source, CAIR SO, source, and CAIR NOx Ozone 
Season source (as applicable) shall also apply to the owners and operators of such source and of the CAIR NOx units, CAIR 
SO, units, and CAIR NOx Ozone Season units (as applicable) at the source. 

(3) Any provision of the CAIR NOx Annual Trading Program, CAIR SO, Trading Program, and CAIR NOx Ozone Season 
Trading Program (as applicable) that applies to a CAIR NOx unit. CAIR SO, unit, and CAIR NOx Ozone Season unit (as 
applicable) or the CAIR designated representative of a CAIR NOx unit, CAIR SO, unit, and CAIR NOx Ozone Season unit (as 
applicable) shall also apply to the owners and operators of such unit. 
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continued No provision of the CAIR NOx Annual Trading Program, CAIRSO, Trading Program, and CAIR NOx Ozone Season Trading 

Program (as applicable), a CAIR permit application, a CAIR permit, or an exemption under § 96.105, §96.205, and §96.305 
(as applicable) shall be construed as exempting or excluding the owners and operators, and the CAIR designated 
representative, of,a CAIR NOx source, CAIR SO, source, and CAIR NOx Ozone Season source (as applicable) or CAIR NOx 
unit; CAIR SO, unit, and CAIR NOx Ozone Season unit (as applicable) from compliance with any other provision of the 
applicable, approved State implementation plan, a federally enforceable permit, or the Clean Air Act: 
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Certification 

I am authorized to make this submission on behalf ofthe owners and operators of the source or units for which the 
submission is made. I certify under penalty of law that I have, personally examined, and am familiar with, the statements and 
information submlttedln this document and at! its attachments. Based on my Inquiry of those Individuals with prlmary 
responsibility for obtaining the Information. I certify that the statements and information are to the best of my knowledge and 
belief true, accurate, and complete. I am aware that there are significant penalties for submitting fa|se statements-end 
Information or omitting required statements and information, including the possibility of fine or Imprisonment. 

Name James Klickovich s — 
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